
Sun shading device in cavity

Ventflex 23_19_Summer

T3 (surface glass inside) = >+27°C

RHi (humidity inside) = 30-55%

Tc (air cavity) = +32°C

Te (air outside) = +30°C 

RHe (humidity outside) = 50-75%

RHc (humidity cavity) = 45-55%

T1 (surface) = +50°C T2 (surface cavity) = +30°C

Ti (air inside) = <+24°C

Fresh air supply



Ventflex 23_19_Winter

Te (air outside) = +2°C 

RHe (humidity outside) = 50-75% RHi (humidity inside) = 30-55%

RHc (humidity cavity) = 45-55%

T1 (surface) = +0°C

Tc (air cavity) = +23°C

T2 (surface cavity) = +20°C

Ti (air inside) = <+24°C

T3 (surface glass inside) = >+23°C



Always closed_Summer

Te (air outside) = +30°C 

RHe (humidity outside) = 50-75% RHi (humidity inside) = 30-55%

RHc (humidity cavity) = 45-55%

T1 (surface) = +50°C

Tc (air cavity) = +60°C

T2 (surface cavity) = +57°C

Ti (air inside) = <+24°C

T3 (surface glass inside) = >+35°C

Active cooling



Fresh air supply

Sun shading device in cavity

Always open_Summer

Te (air outside) = +30°C 

RHe (humidity outside) = 50-75%

RHc (humidity cavity) = 45-55%

T1 (surface) = +50°C

Tc (air cavity) = +32°C

T2 (surface cavity) = +30°C

Ti (air inside) = <+24°C

T3 (surface glass inside) = >+27°C

RHi (humidity inside) = 30-55%


